- Suction: 3.00-8 NPT
- Discharge: 3.00-8 NPT

**NOTE:**
- 18.00/457.2 recommended for removal of back cover plate.
- 7.50/190.5 required for removal of back cover plate.

---

**Key Dimensions:**
- **DIA, 4 HOLES:** 17,5 [439.8]
- **USEABLE KEYWAY:** 1.50 [38.1]
- **SUCTION:** 3.00-8 NPT
- **DISCHARGE:** 3.00-8 NPT
- **DIMENSIONS:** INCHES / MILLIMETERS
- **SCALE:** REVISED DATE
- **DRAWN BY:** GORMAN-RUPP PUMPS
- **REMOVAL OF BACK COVER PLATE:**
  - 7.50/190.5 required for removal of back cover plate.
  - 18.00/457.2 recommended for removal of back cover plate.

---

**THE GORMAN-RUPP CO.**
- MANSFIELD, OHIO
- ST. THOMAS, ONTARIO

**OUTLINE NUMBER:** 17084